
IDRAL.IT ID02115-PR

INSTALLATION GUIDANCE

Concealed Floor-Mounted Push Tap
B&M SKU: ID02115-PR     Idral code: 02115/PR

Installation sequence
1  Confirm the floor recess and pipework correspond to the Idral dimensional drawing before installation.

2  Flush the supply pipework and connect the 1/2 in inlet/outlet connections to the concealed valve body.

3  Set the valve body so the stainless-steel plate finishes flush and stable with the final floor surface.

4  Secure the plate and non-slip rubber push button, then adjust the flow to the required position.

5  Test closing on release, leakage and the approximately 3 second flow time at 3 bar.

Important
Operating pressure 0.5 - 6 bar; water temperature 5 - 50 °C. The flow is adjustable from 5.9 to 13.9 l/min at 3 bar in
seven positions.


