
IDRAL.IT ID02475

INSTALLATION GUIDANCE

Clinical Lever Basin Mixer
Bridgepoint SKU: ID02475      Idral code: 02475

Pre-installation
• Operating pressure 1-6 bar; recommended pressure 2-4 bar. Water temperature range 5-65 C.

• Flush the supply pipework before first installation and use filtered water. In mineral-rich water, use a
suitable water softener.

Installation
• Deck-mount installation: insert the tap through the 35 mm countertop/basin hole with the supplied gaskets.

• Secure the body using the supplied fixing kit, then connect the stainless steel flexible hoses to the
prepared water supply.

• Flexible hoses must not be installed under tension, traction or sharp bending. Maintain an approximate
minimum bend radius of 90 mm and keep hoses accessible for inspection or replacement.

• Tighten hose connections by hand where specified; avoid tools that could damage the hoses or fittings.

Follow local plumbing regulations and use qualified personnel for installation and servicing.

Manufacturer source: Idral instruction ISTA38-01 for taps and mixers with ceramic-disc cartridges.


