
IDRAL.IT ID08145A

INSTALLATION GUIDANCE

Concealed Self-Closing Knee-Operated Tap
Bridgepoint SKU: ID08145A      Idral code: 08145A

Operating conditions
• Operating pressure: Min 1 - max 6 bar.

• Before connection, purge the pipework thoroughly and use filtered water.

Installation
• Installation must be carried out by professionally qualified personnel and the plumbing system must
comply with applicable regulations.

• Install the concealed body in the orientation and at the depth shown on the Idral technical drawing before
closing the wall.

• Connect the outlet and supply pipework, pressure-test concealed joints, then fit the visible trim/control after
the wall finish is complete.

• Operate the control several times, check for leaks and confirm the timed shut-off is consistent with the
manufacturer specification.

Follow local plumbing regulations and use qualified personnel for installation and servicing.

Manufacturer source: Idral instruction ISTA02-01 for timed/self-closing taps and mixers.


