
IDRAL.IT ID900.25

INSTALLATION GUIDANCE

Wall-Mounted Thermostatic Progressive Basin Mixer
Bridgepoint SKU: ID900.25      Idral code: 900.25

Pre-installation
• Use filtered water and flush the pipework before connecting the mixer. Installation must be carried out by
professionally qualified personnel.

• Operating pressure for this model is 1-5 bar. Hot water supply should remain within the manufacturer limits
and the cold/hot supplies must be correctly connected.

Installation and setup
• Mount securely to the prepared wall connections and confirm all seals, filters and non-return valves are
correctly positioned.

• The progressive thermostatic cartridge opens and mixes through a single rotational movement.

• Maximum outlet temperature is factory limited at approximately 38 C and can be adjusted by repositioning
the lever/locking ring as described by Idral.

• After installation, open supplies, test the full temperature range and check all joints for leaks.

Follow local plumbing regulations and use qualified personnel for installation and servicing.

Manufacturer source: Idral instruction ISTA27-01 for sequential/progressive thermostatic mixers.


