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ITALIAN PARTNER FOR WATER SOLUTIONS

INSTALLATION GUIDANCE

Concealed Thermostatic Shower Mixer with Box - Clinic
Lever

Bridgepoint SKU: ID900.42-1 Idral code: 900.42/1

Pre-installation

« Use filtered water and flush the pipework before connecting the mixer. Installation must be carried out by
professionally qualified personnel.

e Operating pressure: Min 1 - max 5 bar.

Installation and setup

« Install the concealed body/box at the depth and orientation shown on the Idral technical drawing. Connect
hot and cold supplies correctly and pressure-test all concealed joints before closing the wall.

« After the wall finish is complete, install the trim and control lever/handle.
 The progressive thermostatic cartridge opens and mixes through a single rotational movement.

« After installation, open supplies, test the full temperature range and check all joints for leaks.

Follow local plumbing regulations and use qualified personnel for installation and servicing.

Manufacturer source: Idral instruction ISTA27-01 for sequential/progressive thermostatic mixers.
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