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CRISTINA
Installation Instructions
CRIBA25813 | Blade Series | Matt Black

Before installation

Installation must be carried out by a competent plumber. Check the full SKU, finish and supplied parts.
Verify the manufacturer drawing against the actual product before drilling, tiling or making cutouts.
Isolate the water and protect the finished surfaces.

Product and installation requirements

Large external single-control wall-mounted washbasin set, metal plate, with mechanical mixing, 1 1/4"
Up&Down drain, spout length 225 mm, for completion with recessed part CRICS200 (control on the
right) CRICS201 (control on the left)

Requires a separately supplied compatible recessed body: CRICS200, CRICS201. Select the control
orientation specified in the manufacturer instructions.

Pipework and fitting

Flush the pipework before connecting the fitting. Follow the connection sizes, mounting positions,
fixing sequence and depth limits in the manufacturer drawings. Follow the operating pressure and
temperature requirements in the enclosed manufacturer instructions; do not substitute values from a
different model.

Commissioning and handover

Open the supplies gradually and check all connections for leaks. Check the fixing, outlet flow and every
fitted control, diverter, waste or shower function. For thermostatic models, commission and check the
temperature control as instructed by Cristina. Resolve any leak or abnormal operation before
handover. Provide these instructions and the care guide to the owner.

Manufacturer diagrams
The original model-specific Cristina fitting instructions follow. Product pictures and showroom layouts are not installation
templates.



sempre

substances or their derivatives, such as hydrochloric acid, muriatic acid, sulphuric acid, caustic soda, etc., and in any case do not use abrasive supports (e.g. metal or non-
Always make sure to rinse thoroughly in order to avoid the deposit of any residual cleaning product.

Toujours

immer, dass Sie sorgfältig nachspülen, um Ablagerungen von 

siempre

CRISTINA S.r.l. a socio unico

ISTRUZIONI DI MONTAGGIO
INSTALLATION INSTRUCTIONS
NOTICE DE MONTAGE
MONTAGEANLEITUNG
INSTRUCCIONES DE MONTAJE

DATI TECNICI - STANDARD SPECIFICATIONS - DONNEE TECHNIQUES - TECNISCHE STANDDARDDATEN - DATOS TÉCNICOS  - TECHNICKÉ UDAJE - TECHNICKE UDAJE

GARANZIA - GUARANTEE - GARANTIE - GARANTIE - GARANTÍA - ZÁRUKA - ZÁRUKA

Tutti i prodotti 

All 

Tous les produits 

Alle 

MANUTENZIONE E PULIZIA - MAINTENANCE AND CLEANING - MAINTENANCE ET NETTOYAGE - PFLEGE UND REINIGUNG -  MANTENIMIENTO Y LIMPIEZA - 
UDR BA A IŠT NI - UDR BA A ISTENIE

1. 

2. Presión max. de ejercicio
 Maximální pracovní tlak

3. 

4. For thermostats: 
Für Thermostat: 

5. For thermostats: Pressure difference between hot and cold water
 Für Thermostat: 

 
6. 

7.  
Le test d’installation en 

8. 

BLADE
CRIBA256 | CRIBA956 | CRIBA258 | CRIBA958 
CRIBA257 | CRIBA957 | CRIBA259 | CRIBA959
+ CRICS200  | CRICS201  (non incluso/not included)   
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CRIBA256 - CRIBA956 CRIBA256 - CRIBA956

CRIBA257 - CRIBA957 CRIBA259-CRIBA959
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L’INSTALLAZIONE DEVE ESSERE ESEGUITA DA PERSONALE QUALIFICATO!
SPURGARE LE TUBAZIONI PRIMA DI COLLEGARE IL RUBINETTO ALL’IMPIANTO.

INSTALLATION PERFORMED BY QUALIFIED PERSONNEL!
BEFORE CONNECTING TO MAINS, BLEED THE PIPES TO AVOID DAMAGE.

L’INSTALLATION EFFECTUÉE PAR UN PERSONNEL QUALIFIÉ!
 AVANT DE BRANCHER LE ROBINET AU RÈSEAU HIDRAULIQUE, PURGER LA TUYAUTERIE.

INSTALLATION VON QUALIFIZIERTEM PERSONAL! ENTLEEREN SIE DIE LEITUNGEN BEVOR 
SIE DIE ARMATUREN AN DIE WASSERVERSORGUNG ANSCHLIESSEN. 
INSTALACIÓN REALIZADA POR PERSONAL CALIFICADO!
ANTES DE CONECTAR EL GRIFO A LA RED HIDRÁULICA PURGAR LAS TUBERIAS.

INSTALACE MUSÍ BÝT PROVEDENA KVALIFIKOVANÝM PERSONÁLEM!

PRED PRIPOJENÍM KOHÚTIKA K SYSTÉMU ODVZDUŠNITE POTRUBIA. 

MONTAGGIO E PEZZI IDENTIFICATIVI DI RICAMBIO - INSTALLATION AND SPARE PARTS - MONTAGE ET PIECES INDENTIFICATION 
DE RECHANGE - MONTAGE UND ERSATZTEILE - MONTAJE E IDENTIFICACIÓN DE LAS PIEZAS DE RECAMBIO 

Entrata acqua Calda
Hot water inlet

Eingang Warmwasser
Intr

Cold water inlet

Eingang Kaltwasser
Intr

Mixed Water Outlet

Ausgang des gemischten Wassers

CRICS200

Entrata acqua Calda
Hot water inlet

Eingang Warmwasser
Intr

Cold water inlet

Eingang Kaltwasser
Intr

Mixed Water Outlet

Ausgang des gemischten Wassers
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CRICS201

Pr a d ll’ass bla o d l s t st rno v r car  s pr  la corr tta nt r tà  pos z on  d lla uarn z on  n sa o a d  nuta corpo ncasso - corpo cartucc a
Before assembling the outdoor set, always ensure perfect conditions and postions of the gasket in the shape of the  built-in body - cartridge body seal shape.
Avant l  onta  d  l’ ns bl  xt rn  toujours vér r la bonn  nté r té t l  bon plac nt du jo nt av c abar t d’étanché té du corps d’ ncastr nt - corps 
cartouch
Vor dem zusammenbau des aussenkits immer prüfen, ob die passdichtung des einbaukörpers - patronenkörpers unversehrt und richtig positioniert ist
Ant s d l nsa blaj  d l s t xt r or v r car s pr  la corr cta nt r dad y pos c n d  la paqu tadura n l p r l d  cab da cu rpo potrado - cu rpo cartucho.
P ed montá í externí sady v dy zkontrolujte neporušenost a polohu obrysového t sn ní vestav né t leso - t leso vlo ky
Pr d ontá ou xt rn j sady v dy skontrolujt  n poruš nos  a polohu obrysového t sn n a vsta vané t l so - t l so vlo ky

Pr a d lla r oz on  non d nt car  d  ch ud r  l’al ntaz on  d ll’acqua!
Before removing the item , main water supply must be stopped!
Avant d’ nl v r l  p èc , on do t r r la ourn tur  pr nc pal d  l’ au!
Wasserleitung abstellen vor der Entfernung des Teils!
Ant s d  r t rar la p za, l su n stro pr nc pal d  a ua d b  star c rrado.
P ed vyjmutím nezapome te uzav ít p ívod vody!
Pr d vybratí  n zabudn t  uzavr  prívod vody!

Il prodotto, se installato seguendo le istruzioni riportate nel presente documento,
consente di rispettare i requisiti della norma DIN18534-3 che regolamenta le sigillature 
delle pareti di interni.
The product, if installed according to the instructions stated in the following document, will 
comply with the requirements of the DIN xx standards that regulates the sealing of the walls 
of interiors.
Le produit, lorsq’il est installé conformemént aux instructions du présent document, permet 
de satisfaire aux exigences de la norme DIN18534-3 qui réglemente les scellements des 
parois intérieures. 
Wenn das Produkt gemäß dieser Anleitung installiert wird, werden die Anforderungen der 
Norm DIN18534-3,die die Abdichtung der Innenräume regelt, erf llt.
El producto, se installado siguendo las instrucciones reportadas en el siguente documento, 
permite respetar los riquisitos de la normativa DIN18534-3 que regula el sellado de las 
paredes de interiores.  
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